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BACKFLOW PREV FILTER                      

                                          

Roadside v8.cel                           

                                          

PVC TO RCV’S

12"
4"

Reduced pressure

backflow preventer

Pressure switch in

nema 3 enclosure

Concrete slab

PVC Sleeve (typ)

Support

(typ)

Hose bib

PVC conduit to controller 

6" x 6" W 1.4 x W 1.4 WWF

Filter

Nema 3 jct box

18" typ

C x C Union

1�"

w/�" press. sensing line

Type ’K’ copper pipe and fittings 

4"

4"

Use type ’K’ copper and fittings

if distance between gate valve at

point of connection and backflow 

prevenntion unit is less than 20’. 

Reduce as required.

Flow sensors

DETAIL
BACKFLOW PREVENTER/FILTER

Master valves

Origin 


